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Fire Alarm or Report

Exit the building if you feel at risk.
Do not enter the Collision Hall.

WARNING:

If no Audible Alarm, Activate
Manual Pull Station

Is it Safe
to Remain in Control

Room?

Take Protective Actions for
Affected Areas AS NEEDED,
-Disable Power Platform, MCH
-Disable Magnet,Solenoid,HV
-Start Purge Assembly Hall
-Start Purge Collision Hall

Evacuate All Personnel to
Lobby Command Post

Assign a Person to Account for
Personnel

Inform Fire Dept of Situation
& Assist

Assign a Person to Activate
D0 Emergency Call List

Go to Recovery Procedure

YES

NO

Silence Control Room Alarm

Determine Zone in
Alarm AND
Call 3131

Collision
Hall

Assembly
Bldg.

Assign a Person to Account for
Collision Hall Keys and

Determine Access Status

Assign Person to Meet Fire
Dept. in Lobby

Investigate Source of Alarm
Using:
- VESDA Alarm Display
- Fire Alarm Graphic Display
- Cameras
- RMI Alarms
- Other Equipment Alarms

YES

NO

Go to Recovery Procedure

Assist Fire Dept with Reset

YES

NO

Fire
Extingushed?

Dispense Halon if no one is in
the Hall

Investigate Alarm Without
Exposing Personnel to

Hazards -Two Man Rule

Assign a Person to Meet Fire
Dept Just Outside Lobby

Valid Alarm?

Automatic Actions
*Building Fire Alarm

*Graphic Display of Alarm
*FIRUS Zone Alarm
*Fire Dept Response
*Automatic Air Purge &
Recirculating Fan Shutdown
for VESDA High Level
Alarms on: C Layer, Central
Truss or Platform
*All Ventilation is Turned Off
 if Halon is Dispensed

Shield Wall
Open

YES Valid Alarm?

Take Protective Actions :
-Disable Power Platform
-Disable Magnet,Solenoid,HV
-Start Purge Collision Hall

NO

YES

NO

Dial 3131 Report Emergency,
Request Duty Electrician

Inform MCR x3721 of Fire

 


